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Abstract—In this paper, a method is presented for the control of grid
voltage sensorless single-phase half-bridge shunt active power filter
to reduce the grid current harmonics of low-power single-phase nonlinear loads. The proposed system forces the grid current to be sinusoidal without sensing and processing the grid voltage on the line.
For this reason, instead of grid voltage the load current is processed
by using self-tuning filter to generate reference grid current to eliminate current harmonic distortions. In order to design a low-cost system, a half-bridge voltage source converter is used to reduce driver
circuits. In addition, the switching losses are also reduced by employing half-bridge voltage source converter, where only two switches are
used. The imbalance voltages are also successfully eliminated on the
DC-side capacitors. The performance of the proposed system is verified by using a real-time platform, and experimental results are presented to verify the effectiveness of the proposed system in this study.
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INTRODUCTION

Harmonic distortion is a serious problem in the power systems. This is mostly due to the huge growth due to use of lowpower electronic-based consumer products and the wide use
of power semiconductor devices. Active power filters (APFs)
have been developed and considered as a possible solution to
eliminate the harmonic components of the non-linear loads.
Therefore, shunt APF is one of the most investigated flexible
alternating current transmission system (FACTs) devices and
widely used in both single- and three-phase systems. The
major components of an APF power system consist of a
pulse width modulated (PWM) converter, DC energy storage
element, current transformers (CTs), voltage transducers,
AC-link inductance, and the associated control circuits. The
power converter of an APF is controlled to create a converter
current that is equal to the harmonic and reactive currents
of the load(s). For this purpose, several strategies have been
introduced in the literature, which applied to power filters
play an important role in the improvement of the stability and
performance of the system. The type of converters can be
2131

2132

Electric Power Components and Systems, Vol. 45 (2017), No. 19

FIGURE 2. Single-phase half-bridge APF.

FIGURE 1. Single-phase half-bridge APF: (a) voltage source
PWM converter and (b) current source PWM converter.

classified into single phase and three phases. Single-phase
APFs are investigated in different topologies and control
strategies [1]–[5]. There are also two main types of converters, i.e., the voltage source converter (VSC) [4] and the
current source converter (CSC). VSC is widely used to design
the APF power stage. In this case, the VSC operates as a
current-controlled voltage source. VSC and CSC shunt APFs
were compared in Benchaita et al. [6] and Routimo et al.
[7]. The filtering performances of both VSC- and CSC-based
active filters are similar. However, the CSC-based APF is
more complicated. The efficiency measurements in Routimo
et al. [7] showed that VSC-based APFs have higher efficiency
than the CSC. The main advantage of the VSC-based APF
is in its capacitive energy storage element which is more
efficient, smaller, and low-cost solution than CSC-based APF.
Single-phase voltage source PWM converter equipment with
a DC capacitor is seen in Figure 1(a) and single-phase CSC is
seen in Figure 1(b).
Figure 2 shows a circuit configuration of a half-bridge
VSC. This type of converter consists of two DC-link capacitors. Use of less driver circuit is one of the main advantages of
the half-bridge topologies. Reduction on the switching power
losses is another important advantage.
A lot of different work has been reported on the control
of single-phase and three-phase APF. However, little attention has been paid toward the issues of voltage sensorless

single-phase APFs. In order to reduce the manufacturing
costs of the product, some research papers have been reported
to reduce the number of sensors for both single-phase and
three-phase APFs [1], [8], [9]. In Surendra and Sensarma [9],
a parallel connected hybrid APF designed by using only one
load current sensor and phase locking is achieved through
a PLL by measuring grid voltages. In Wojciechowski [10],
an estimation method is used on the three-phase APF to
obtain three-phase voltages without measuring grid voltages.
Some designers have attempted to use two current or two
voltage sensors on the three-phase lines. By this method, the
third-phase current or voltage information is obtained according to the other real measured two phases. In Ketzer and
Jacobina [11], a strategy is proposed that involves measuring
of the load currents only. In Barros and Perez [12], voltage
sensorless control of full bridge single-phase APF based on
SOGI algorithm is presented.
In this study, single-phase APF is investigated and only two
switches with two capacitors are used on the DC terminal to
reduce the number of switching devices and drive circuits. The
voltage imbalances have been eliminated effectively. Moreover, switching losses are also reduced. By adapting selftuning filter algorithm to the control system, the requirement
to the grid voltage sensor is eliminated. As a result, only two
sensors are used on the AC side of the system for only measuring the load and filter currents.

2.

PROPOSED METHOD

In this work, the studied converter topology has two equal DC
capacitors, (CDC1 , CDC2 ). The AC side of the converter (midpoint of the switches) is connected to the phase of the grid
with an inductor, Lc , and the midpoint of DC link is directly
connected to the neutral point. The converter current, iC (t), is
sensed by current transducer 2 (CT2 ). Resistive and capacitive load groups are supplied from full-bridge diode rectifiers
and current on the load terminal is measured by using current
transducer 1 (CT1 ). The studied single-phase half-bridge APF
circuit is given in Figure 3.
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2133

FIGURE 3. Studied single-phase half-bridge APF.

A non-linear load current in steady state is usually a periodic signal with only odd harmonics and can be given as
iL (t ) =

∞


iL,h sin (hωt + ∅h )

h=1

= iL,1 sin (ωt + ∅1 ) +

∞


iL,h sin (hωt + ∅h ) , (1)

h=2

where ω is the angular frequency, and h and ∅h are the
harmonic order and harmonic phase angle. As presented
in Eq. (1), the consuming current of the non-linear load
groups, iL (t), consists of current at the fundamental frequency,
i1 , and harmonic currents iL,h , i.e.,
iL (t ) = iL,1 +

∞


iL,h .

(2)

h=2

Therefore, Eq. (1) should be controlled to inject a current
which is equal to the harmonics, iL,h (t), with opposite phase,
i.e.,
iC (t ) =

∞


iL,h sin (hωt + ∅h ) .

(3)

h=2

It is well known that the control systems are designed to
regulate voltage(s) on the DC link and to force grid current
to become sinusoidal by controlling the current between the
PCC and converter (ic (t)) as

v s (t ) − v cn (t )
iC (t ) =
dt.
(4)
Lc
In order to obtain reference compensation current amplitude of the fundamental current, Is can be determined and

multiplied with a unity sine function as
i∗s (t ) = Is sin (ωt ) .

(5)

The amplitude of the current at the fundamental frequency
can be determined by using a proportional integral (PI) regulator as

 ∗
− [v DC1 + v DC2 ]
Is = k p v DC


 ∗
(6)
+ ki
v DC − [v DC1 + v DC2 ] dt,
where kp and ki are the proportional and integral gain of the
DC-link PI regulator. The proper PI parameters, kp and ki , are
obtained by trial and error method [13]. Voltage on the capacitors is equal to the half of the DC-link voltage, i.e., v DC /2.
Therefore, voltages on the capacitors are added to determine
total DC-link voltage, i.e., (v DC = v DC1 + v DC2 ). PI regulator
forces the DC-link voltage, v DC , to follow pre-settled DC con∗
, during power exchange between the grid and
stant value, v DC
the converter.
2.1.

Determination of the Unity Sine Function by
Sensing Grid Voltage Waveform

There is need to determine a unity sine function to use in
Eq. (1). Generation of the unity sine function by using the
measured grid voltage, (Us .sin(ωt)), is a mostly preferred
solution in the literature. The unity sine function of grid
voltage, φ v (t), can be obtained as
ϕv (t ) =

1
[Us . sin (ωt )] ,
Us

(7)

where Us is the amplitude of the grid voltage. However, the
result in Eq. (1) can be difficult to obtain when grid voltages
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are distorted, i.e., contain harmonics. The distorted voltages
usually occur because of the non-linear load current on the
system or saturated transformers. Under such conditions, the
pure sinusoid in Eq. (1) cannot be obtained correctly, causing
degradation in the system performance. As a consequence, it
may not be possible to reduce grid-current THD to less than
5%, as specified in IEEE 519-1992.
2.2.

Determination of the Unity Sine Function Without
Sensing Grid Voltage Waveform

As distinct from above-mentioned method, the unity sine function is generated by processing the load current waveform,
iL , with self-tuning algorithm (STF). Therefore, there is no
need to sense grid voltage in the proposed control system.
This algorithm needs two-phase input signal where the phase
difference should be 90° between the phases [14]. In the threephase system, this requirement is obtained by converting the
three-phase currents to two-phase coordinate system using
Clark transformation. In order to solve this issue, the sensed
load current is considered as iα (t ) as
iα (t ) = iL (t ) = IL sin (ωt ) ,

(8)

and a second phase is generated for the STF input by 90°
phase shifting as in Biricik and Hasan [15], i.e.,

π
.
(9)
iβ (t ) = IL sin ωt +
2
In this study, this shifting is obtained within the field programmable gate array (FPGA) but it is also can be obtained by
using analog circuit as presented in Huang [16]. After applying the phase shifting as in Eq. (1), iα (t ) and iβ (t) will still
iβ (t ), respectively, i.e.,
have harmonic components 
iα (t )and 
iα (t ) = iα (t ) + 
iα (t ) ,

(10)

iβ (t ) = iβ (t ) + iβ (t ) .

(11)

As mentioned above, fundamental harmonics iα (t ) and
iβ (t ) are first obtained by STF algorithm as
k1
ω
iα (s) − iα (s) − iβ (s) ,
s
s
k1
ω
iβ (s) − iβ (s) + iα (s) .
iβ (s) =
s
s
iα (s) =

(12)
(13)

Finally, the required unity sine function can be obtained by
dividing the iα (t ) with the amplitude of load current at fundamental frequency, I¯α , as
ϕi (t ) =

iα (t )
.
I¯α

(14)

It is important to mention that the determined unity sine
function in Eq. (1) will vary between +1 and −1 Volt. However, due to the initial delay of the STF algorithm, the amplitude of the load current at the fundamental frequency, I¯α , will
be obtained after a cycle. This means that in the first or second
cycle, the calculated I¯α will be less than amplitude of the load
current at the fundamental frequency. As a result of this, output of Eq. (1) will be extremely high when the APF is turned
ON. Solution of this, the obtained signal with Eq. (1) should
be limited between +1.01 and −1.01 Volt by using a limiter
as in Eq. (1).
⎧
when ϕi (t ) > 1
⎨ 1.01
λ (t ) =
when ϕi (t ) < 1 and < −1 . (15)
ϕ (t )
⎩ i
−1.01
when ϕi (t ) > −1
Now the reference waveform of grid current, i∗s , can
be determined by multiplying the amplitude of the grid
current, Is , with λ (t) as in Eq. (1).
i∗s (t ) = Is . λ (t ) .

(16)

It should be noted that there is no low- or high-pass filter in
the proposed control algorithm. After obtaining the reference
grid current, i∗s (t ), the required reference compensation current, i∗c (t ), can be determined by subtracting it from the sensed
load current that is
iC∗ (t ) = i∗s (t ) − iL (t ) .

(17)

In this point, the current error, ic , can be determined by
subtracting reference compensation current from the sensed
compensation current, ic , thus,
ic (t ) = i∗c (t ) − ic (t ) .

(18)

In the ideal conditions, subtraction of v DC1 from v DC2
should be zero. However, this is not possible in practice and
these unbalanced voltages on the capacitors can be determined
as
eDC (t ) = v DC1 (t ) − v DC2 (t ) .

(19)

The existence of the imbalance in the capacitor
voltages, eDC (t), may cause due to some DC offsets in the
controller’s analog components and non-equal capacitance
sizes in practice. To ensure that the DC-link capacitors remain
equally charged, a DC-link balance loop is included by feeding back the imbalance variable as
γ ic (t ) =

ic (t ) + kDC . eDC (t ) ,

(20)

where kDC is a gain value on the imbalance loop. The final
compensation current, γ ic (t), error in Eq. (1) is used to drive
converter switches. In this study, a limit of the compensating
current is controlled by a Hysteresis Current Controller, which
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Symbol

Quantity

Value

vs
F
R L , LL
Lc
Cf1 , Cf2
∗
v DC
k1
kDC
ki
kp
T
R1 , C 1
R2 , C 2

Grid voltage (RMS)
Grid frequency
AC load line resistance and inductance
Filter inductance
DC capacitors
DC bus reference voltage
STF gain
Basbar balance gain constant
Integral gain
Proportional gain
Sample time
DC load resistance and capacitance
DC load resistance and capacitance

240 V
50 Hz
1 m, 6 Mh
8.5 mH
350 μF, 350 μF
480 V
50
0.004
3
0.02
15 μs
20 , 100 μF
40 , 100 μF

TABLE 1. The used system parameters.

problem, many control strategies have been proposed in the
literature to mitigate the switching frequency. However, the
effect of high switching frequency variation is insignificant
in the use of low-power applications. The proposed control
method is presented in Figure 5.
FIGURE 4. PWM gating signals generation with current
error, γ ic (t), for the switching devices S1 and S2 .

has been widely used for active filter applications because of
its simple implementation [19], [20], [25].
The switching periods of S1 and S2 can be seen in Figure 4
(later experimentally in Figure 8). When γ ic (t) hits to the
upper limit, S1 is turned OFF and S2 is turned ON. When
γ ic hits to the lower limit, then S1 is turned ON and S2 is
turned OFF. Although the hysteresis current controls simplicity in implementation, this method offers strong robustness
and fast dynamic response. The disadvantage of this method is
that the switching frequency is not constant, which may vary
between 5 kHz and 12 kHz [17]–[20]. In order to solve this

FIGURE 5. Proposed control system.

3.

LABORATORY RESULTS

The performance of the proposed system is tested by using RTLAB real-time platform (Opal-RT Technologies, Montreal,
Quebec, Canada) and results are presented in this section. The
studied control system is realized on an FPGA architecture
using the Xilinx system generator toolbox (Xilinx, Inc., San
Jose, California, USA). The system is then tested after the
real-time measurement of actual signals and implementation
of the control signals [14], [15], [21].
The used parameters are given in Table 1. Laboratory
results are observed in a digital storage oscilloscope and
presented in Figures 6–13. Current harmonic pollution of

2136
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FIGURE 8. Current error, γ ic , and PWM operation in a
single-phase half-bridge converter (S1 and S2 ).

FIGURE 6. (a) Grid voltage, us , (170 V/div) and load current,
iL , (10 A/div) and (b) harmonic spectrum of the load current.

FIGURE 7. Grid current (yellow labeled), is , (10 A/div), load
current (blue labeled), iL , (10 A/div), and converter current
(purple labeled), ic , (10 A/div).

FIGURE 9. (a) Grid voltage, us , (170 V/div) and grid current,
is , (10 A/div) and (b) harmonic spectrum of the load current.

Biricik: Grid Voltage Sensorless Single-Phase Half-Bridge Active Filter and DC Bus Voltage Regulation
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FIGURE 10. Grid voltage, us , (170 V/div) and grid current,
is , (10 A/div).

load 1 is 38.00%, while the RMS current is 9.81 A. In order to
observe reaction of the proposed system during dynamic load
current change, a second load is used. When the Load 1 and
Load 2 are connected together, the total load RMS current
increased to 16.38 A and THD is 38.75% on the load terminal.
Figure 6(a) shows the grid voltage, us , and load current, iL ,
waveforms during operation of Load 1, and current harmonic
spectrum of the Load 1 is given in Figure 6(b). As can be seen
that the load current, iL , is highly distorted.
The injected current, ic , by the half-bridge single-phase
converter, can be seen in Figure 7, with the grid and load currents. The current error, λ (t), with switching pulses of S1 and
S2 can be seen in Figure 8.
As a result of this, undistorted sinusoidal current waveform
is obtained at the grid side, as can be seen in Figure 9(a), after
effective suppression of the third-, fifth-, seventh-, and ninthlevel harmonics (see Figures 6(b) and 9(b)). Current harmonic
spectrum of the grid current is given in Figure 9(b). THD
measurement shows that the distortion on current reduced to
2.79% during operation of Load 1, and it is suppressed to
2.61% during operation of both loads, which meets the IEEE
519–1992 recommended standard.
Grid voltage sensorless APF control method for the lowpower ratio 1 phase non-linear loads can be a cost-effective
solution. On the other hand, proposed single-phase APF is
designed for low-power single-phase non-linear loads. Therefore, the compensation of the reactive power is not the aim
of this study. As expected, the grid current and voltage
waveforms are not in phase, as can be seen in Figure 9(a).
Advantage is gained here, the converter power ratio can be
designed by only considering power of the harmonic components, which require less power in achieving the goal of harmonic compensation. For this, the proposed control method is,

FIGURE 11. (a) Grid voltage, us , (170 V/div) and grid current, is , (10 A/div), (b) harmonic spectrum of the distorted
grid voltage, and (c) harmonic spectrum of the grid current
after filtering.
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FIGURE 13. Output of the proportional integral (PI) regulator, Is , and grid current waveform, is .

FIGURE 12. System responses during load current changes:
(a) filtered grid current during load increasing, (b) filtered grid
current during load decreasing, (c) uDC , u DC1 , and uDC2 voltages during load increasing, and (d) uDC , uDC1 , and uDC2 voltages during load decreasing.

however, not recommended for high-power inductive loads
operation or for three-phase APF applications, because power
factor of the load will not change at the grid side. This control
method can be also applied to the studied topology by adding
AC voltage sensor to generate unity sine function as discussed
in Section 2.1. In this case, the proposed method will be capable of compensating reactive power with the current harmonics. The viability of the proposed modification is verified by
the experimental validation, as seen in Figure 10.
An additional advantage is gained here due to the fact that
the problem of grid voltage distortion on the performance of
the system is broken. The proposed system is also verified
under distorted grid voltage condition to verify the performance of the control system. As can be seen in Figure 11(a),
the source voltage, us , is highly distorted. The THD of the
source voltage is measured as 15.61%. As a result, the grid
current, is , harmonics are effectively compensated, as can be
seen in Figure 11(a). Harmonic spectrum of the grid current
after filtering is also given in Figure 11(b).
The dynamic performances of the system during an average load change of 35% are observed. As can be seen in
Figures 12(a) and (b), the proposed control method compensated the grid current dynamically under upload and down
load changes. Moreover, the DC-link capacitors voltages are
maintained with the proposed control method as required during the fast load change and uDC1 and uDC2 are maintained
at equal voltage level. Figures 12(c) and (d) show uDC , uDC1 ,
and uDC2 voltage variations during load change. It is also clear
that voltages are almost equally distributed among the capacitors (uDC1  uDC2 ). Figure 12 also shows that the minimum
response time is 50 ms and maximum response time is 150 ms
in this study. This response time is comparable to response
times observed by relevant systems reported in the literature
[19], [22]–[25].

Biricik: Grid Voltage Sensorless Single-Phase Half-Bridge Active Filter and DC Bus Voltage Regulation

The performance of the studied PI regulator for the halfbridge converter is also presented in Figure 13. The amplitude
of the current at the fundamental frequency (yellow labeled),
Is , is obtained properly.
4.

CONCLUSION

In this study, a single-phase APF is designed for the lowpower single-phase non-linear loads. A cost-effective method
is proposed to control grid voltage sensorless half-bridge
single-phase active filter to suppress harmonic current pollutions and to balance DC-link capacitor voltages.
This method allows for the design of a simple control
circuit, which requires only two offset circuits and two
drive signal outputs on the microcontroller. In addition, the
switching loss is also reduced by employing a half-bridge
voltage source converter, where only two switches and two
drive circuits are used. It provides low-cost small-scale APFs
with a simple structure but very effective suppression of
current harmonic distortions of low-power non-linear loads.
An additional advantage is gained here due to the fact that
the problem of grid voltage distortion on the system performances is broken. The steady-state and dynamic performance
of the system are verified with the experimental study.
REFERENCES
[1] D. A. Torrey and A. M. A. M. Al-Zamel, “Single-phase
active power filters for multiple nonlinear loads,” IEEE Trans.
Power Electron., vol. 10, no. 3, pp. 263–272, May 1995,
doi: 10.1109/63.387990.
[2] B. Singh, K. Al-Haddad, and A. Chandra, “A review of
active filters for power quality improvement,” IEEE Trans.
Ind. Electron., vol. 46, no. 5, pp.960–971, Oct. 1999,
doi: 10.1109/41.793345.
[3] L. P. Kunjumuhammed and M. K. Mishra, “A control algorithm for single-phase active power filter under non-stiff voltage source,” IEEE Trans. Power Electron., vol. 21, no. 3,
pp. 822–825, May 2006, doi: 10.1109/TPEL.2006.874939.
[4] H. Komurcugil and O. Kukrer, “A new control strategy for
single-phase shunt active power filters using a Lyapunov function,” IEEE Trans. Ind. Electron., vol. 53, no. 1, pp. 305–312,
Feb. 2006, doi: 10.1109/TIE.2005.862218.
[5] R. Mahanty, “Large value AC capacitor for harmonic filtering
and reactive power compensation,” IET, Gener. Transm. Distrib., vol. 2, no. 6, pp. 876–891, Nov. 2008, doi: 10.1049/ietgtd:20080004.
[6] L. Benchaita, S. Saadate, and S. Salemnia, “A comparison of
voltage source and current source shunt active filter by simulation and experimentation,” IEEE Trans. Power Syst., vol. 14,
no. 2, pp. 642–647, May 1999, doi: 10.1109/59.761892.
[7] M. Routimo, M. Salo, and H. Tuusa, “Comparison of voltagesource and current-source shunt active power filters,” IEEE
Trans. Power Electron., vol. 22, no. 2, pp. 636–643, Mar. 2007,
doi: 10.1109/TPEL.2006.890005.

2139

[8] G. Y. Jeong, T. J. Park, and B. H. Kwon, “Line-voltage-sensorless active power filter for reactive power compensation,” IEE
Proc. Elect. Power Appl., vol. 147, no. 5, pp. 385–390, Sep.
2000, doi: 10.1049/ip-epa:20000541.
[9] K. S. Surendra and P. S. Sensarma, “A multiband shunt
hybrid active filter with sensor-less control,” in Proc. 7th Int.
Conf. Power Electron., Daegu, South Korea, Oct. 22–26, 2007,
pp. 666–671.
[10] D. Wojciechowski, “Sensor-less predictive control of threephase parallel active filter,” in Proc. IEEE AFRICON
2007, Windhoek, South Africa, Sep. 26–28 2007,
pp. 1–7.
[11] M. B. Ketzer and C. B. Jacobina, “Multivariable load current sensor-less controller for universal active power filter,”
IET Power Electron., vol. 7, no. 7, pp. 1777–1786, Jul. 2014,
doi: 10.1049/iet-pel.2013.0558.
[12] J. Barros, and E. Perez, “An adaptive method for determining
the reference compensating current in single-phase shunt active
power filters,” IEEE Trans. Power Del., vol.18, no. 4, pp. 1578–
1580, Oct. 2003, doi: 10.1109/TPWRD.2003.817520.
[13] A. Sakthivel et al., “Experimental investigations on ant colony
optimized PI control algorithm for shunt active power filter to
improve power quality,” Control Eng. Pract., vol. 42, pp. 153–
169, Sep. 2015, doi: 10.1016/j.conengprac.2015.04.013.
[14] S. Biricik, S. Redif, S. K. Khadem, and M. Basu, “Improved
harmonic suppression efficiency of single-phase APFs in distorted distribution systems,” Int. J. Electron., vol. 103, no. 2, pp.
232–246, May 2015, doi: 10.1080/00207217.2015.1036318.
[15] S. Biricik and H. Komurcugil, “Optimized sliding mode control
to maximize existence region for single-phase dynamic voltage
restorers.” IEEE Trans. Ind. Inf., vol.12, no. 4, pp. 1486–1497,
Aug. 2016, doi: 10.1109/TII.2016.2587769.
[16] S. J. Huang, “New phase shift control circuit for a voltagesource voltage-control active power filter,” Int. J. Electron., vol.
86, no. 4, pp. 475–485, 1999, doi:10.1080/002072199133373.
[17] K. M. Tsang and W. L. Chan, “Design of single-phase active
power filter using analogue cascade controller,” IEE Proc.
Elect. Power Appl., vol. 153, no. 5, pp. 735–741, Sep. 2006,
doi: 10.1049/ip-epa:20050511.
[18] M. Palandöken, M. Aksoy, and M. Tümay, “A fuzzy-controlled
single-phase active power filter operating with fixed switching frequency for reactive power and current harmonics compensation,” Elect. Eng., vol. 86, no. 1, pp. 9–16, 2003, doi:
10.1007/s00202-003-0183-5.
[19] H. Komurcugil, “Hysteresis current-control strategy for singlephase half-bridge shunt active power filters,” in Proc. 12th Int.
Conf. Environ. Elect. Eng., Wroclaw, Poland, May 5, 2013,
pp. 35–40.
[20] H. Komurcugil, “Double-band hysteresis current-controlled
single-phase shunt active filter for switching frequency mitigation,” Int. J. Elect. Power Energy Syst., vol. 69, pp. 131–140,
2015, doi: 10.1016/j.ijepes.2015.01.010.
[21] S. Biricik, S. Redif, O. C. Ozerdem, S. K. Khadem, and M.,
Basu, “Real-time control of shunt active power filter under distorted grid voltage and unbalanced load condition using selftuning filter,” IET Power Electron., vol. 7, no. 7, pp. 1895–
1905, Jul. 2014, doi: 10.1049/iet-pel.2013.0924.
[22] J. Matas et al., “Feedback linearization of a single-phase
active power filter via sliding mode control,” IEEE Trans.

2140

[23]

[24]

[25]

[26]

Electric Power Components and Systems, Vol. 45 (2017), No. 19
Power Electron., vol. 23, no. 1, pp. 116–125, Jan. 2008,
doi: 10.1109/TPEL.2007.911790.
J. Miret et al., “Selective harmonic-compensation control for
single-phase active power filter with high harmonic rejection,”
IEEE Trans. Ind. Electron., vol. 56, no. 8, pp. 3117–3127, Aug.
2009, doi: 10.1109/TIE.2009.2024662.
J.-C. Wu, “Utility-current feedforward-based control for a
single-phase active power filter,” Int. J. Electron., vol. 98,
no.
2,
pp.
185–196,
2001,
doi:
10.1080/00207217.2010.506840.
R. Mahanty, “Indirect current controlled shunt active
power filter for power quality improvement,” Int. J. Elect.
Power Energy Syst., vol. 62, pp. 441–449, 2014, doi:
10.1016/j.ijepes.2014.05.002.
R. Mahanty and A. K. Kapoor, “Quasi-passive filter for harmonic filtering,” Elect. Power Syst. Res., vol. 78, no. 8,
pp. 1456–1465, 2008., doi: 10.1016/j.epsr.2008.01.007.

View publication stats

BIOGRAPHIES
Samet Biricik received the B.Sc. and Ph.D. degrees in electrical and electronic engineering from the Near East University,
Nicosia, Mersin, Turkey, in 2006 and 2013, respectively.
From 2006 to 2016, he worked in various industrial and
commercial projects. He is currently a Research Fellow with
the School of Electrical and Electronic Engineering, Dublin
Institute of Technology, Dublin, Ireland, and a Lecturer at
the European University of Lefke, North Cyprus. Dr. Biricik
was the recipient of the Best Paper Award from the IEEE
9th International Conference on Environment and Electrical Engineering in 2010. His research interests include the
application of power electronics, power quality, electrical
machines, and high-voltage engineering.

